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See note 8

See note 7

Top secondary

conductor

Bottom secondary conductor

Highest TELUS attachment

Refer to

ES43 C1

BC Hydro third party

communication licensee

attachment

Lowest TELUS attachment

Minimum gap to allow

climbing belt to pass

through

800 min.

Measure to BC Hydro

third party where Telus

is not on the pole.

1200 min.
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200 min.

1100 min.
1200 max.

Line of sight

Figure 1

50m max.

200 min.

Point of cable support

Telephone messenger

Final max. Design sag

Messenger Final max.

Messenger Stringing Sags

with Service Drop Attached

Max. Overall Service Drop Length

(See note 7)

Temp. °C
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Guy Strand

Multiplex Cable
Neutral Wire

3/4" Thimble Eye Bolt
(Cat. ID 9601376X)

Size 8 Guy Strand
(Cat. ID 382-4233)

Guy Grip
(Cat. ID 420-0973)

3-Bolt Clamp
(Cat. ID 420-0950)

Secondary clevis bolted to

3-Bolt clamp with 5 8" bolt

(Cat. ID 100-2357, 413-0051 & 410-0500)

Tie Wire
(Cat. ID 388-4912)

Figure 2

Figure 3
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75

MIN

Use only for doing work with or for BC Hydro. Complete Legal Acknowledgement is at www.bchydro.com/distributionstandards.



Plan View
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Plan View
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Secondary
Neutral

Equipment mounted in

the telecom space shall

not obstruct ground

access to switches or

cutouts

3rd Party

Upper TELUS

Lower TELUS

Midpole wireless

Secondary

Use only for doing work with or for BC Hydro. Complete Legal Acknowledgement is at www.bchydro.com/distributionstandards.



-

-

Use only for doing work with or for BC Hydro. Complete Legal Acknowledgement is at www.bchydro.com/distributionstandards.


	ES43-C1 Section.pdf
	C1-01 Joint and Secondary Use General Notes
	C1-02 Joint and Secondary Use Equipment Boxes on Poles
	C1-04 Messenger Supported Clearance Contact for Multiplex Cable Service Drop
	C1-05 Joint and Secondary Use Climbing and Working Space




